
NOTE: CONTRACTOR TO COODINATE ALL SUB 
SLAB PENETRATIONS WITH TRADES.

SOILS ENGINEER TO VERIFY THAT ALL CONCRETE IS 
PLACED ON ADEQUATE BEARING MATERIAL

AND THAT DRAINS ARE PROPERLY INSTALLED
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B B

A A

TOS = 99'-9"

TOS = 99'-3"

4" THK SLAB W/
#4 BARS @ 8" OC EW
OVER SUB SOIL PREP
PER SOILS ENGINEER 
CONTROL JOINTS @ 10' OC 
MAX EW

4" THK SLAB W/
#4 BARS @ 8" OC EW
OVER 10 MIL VAPOR BARRIER
OVER SUB SOIL PREP
PER SOILS ENGINEER
CONTROL JOINTS @ 10' OC 
MAX EW

TOS = 99'-3"

4" THK SLAB W/
#4 BARS @ 8" OC EW
OVER SUB SOIL PREP
PER SOILS ENGINEER

TOS = 99'-3"

4" THK SLAB W/
#4 BARS @ 8" OC EW
OVER SUB SOIL PREP
PER SOILS ENGINEER

TOS = 99'-9"
4" THK SLAB W/
#4 BARS @ 8" OC EW
OVER 10 MIL VAPOR BARRIER
OVER SUB SOIL PREP
PER SOILS ENGINEER
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DETAIL
W/ CTR

25" SQ x 12" THK PAD 
PER DETAIL
W/ CTR 

26" SQ X12" THK PAD 
PER DETAIL
W/ CTR

26" SQ x 12" THK PAD 
PER DETAIL
W/ CTR 

23" SQ x 12" THK PAD 
PER DETAIL
W/ CTR 

STEP TOW

STEP TOW

STEP TOW

STEP TOW

TOF = 95'-9"
TOW = 99'-9"

TOF = 95'-9"
TOW = 99'-9"
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PERIMETER DRAINPERIMETER DRAIN 
TO CONNECT TO 
EXISTING 

PERIMETER DRAIN 
TO CONNECT TO 
EXISTING 

SLOPE DRAIN TO
DAYLIGHT 1/8"/FT
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BASE PLATE PER 
DETAIL /10 S5
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BASE PLATE PER
DETAIL /10 S5

BASE PLATE PER
DETAIL /10 S5

CONTRACTOR TO VERIFY ALL DIMENSIONS ARE CORRECT. 
ACCURACY OF DIMENSION IS BY OTHERS AND NOT PART 

OF THE ENGINEERED STRUCTURAL DESIGN.

/10 S2

STEP TOW

TOF = 95'-9"
TOW = 99'-9"

DOWEL & EPOXY #
4 BARS @ 12" OC 
NEW TO EXISTING 
TYP

3' - 8 7/16"

DOWEL & EPOXY #
4 BARS @ 12" OC 
NEW TO EXISTING 
TYP

CJ (TYP.)
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3' - 0" 2' - 6"

DRAIN TO CONNECT 
TO EXISTING
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CONNECT TO EXISTING
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BASE PLATE PER 
DETAIL /10 S5
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3

S1

3

S1

41' - 6 1/2"
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THE ORIGINAL SOILS REPORT COULD NOT BE LOCATED.
A MAX ALLOWABLE SOIL BEARING PRESSURE OF 3000 PSF WITH 800 PSF MIN WAS USED 

AS PER THE DRAWINGS FOR THE 2000 ADDITION. 
CONTACT SOILS ENGINEER FOR UPDATED RECOMMENDATIONS PRIOR TO EXCAVATION. 

THE SOILS ENGINEER SHOULD REVIEW THE PLANS AT THIS TIME AS WELL
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4" VOID FORM TYPICAL
LENGTH AS DIMENSIONED
PER DETAIL /8 S2

BASE PLATE PER
DETAIL /10 S5

FLOOR DRAIN, COORD 
DIMENSIONS & SLAB BEARING 
REQUIREMENTS W/ 
MANUFACTURER REQUIREMENTS

(2) #4 EA DIRECTION

#4 U-BAR @12" OC 
EA DIRECTION

TYPICAL FLOOR DRAIN
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REQUIREMENTS W/ 
MANUFACTURER REQUIREMENTS
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TYPICAL TRENCH DRAIN
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14 1/4" = 1'-0"1 FOUNDATION PLAN

E W

S

 1/4" = 1'-0"2 FOUNDATION PLAN - VOID FORM

 1" = 1'-0"3 TYPICAL FLOOR DRAIN

2-5-2025

STRUCTURE ONLY

Reviewed for
Code 

Compliance

03/28/2025



1' - 4"

1
' -
 0
"

M
IN

3
' -
 0
"

TOS

(2) #5 T&B

CONCRETE SLAB

EXPANSION JOINT MATERIAL

SUB SOIL PREP
PER SOILS ENGINEER

4" VOID WHERE 
NOTED IN PLAN

2 3/4" 5 1/4"

4
' -
 0
 1
/1
6
" M
IN
.

STN/STL FLASHING

8"

TOW

(2) #5 BARS 
CONTINUOUS

3" CLEAR OF FACE

DRAIN PER SOILS 
ENGINEER, TYP.

5/8"x10" GALV AB @ 
32" OC

BACKFILL & GRADING 
PER SOILS ENGINEER,TYP.

ALTERNATE SIDES, TYP.

#5 BARS   30" @ 24" 

6"

#4 DOWELS MAY BE USEDBETWEEN WALL & FOOTING 
AT CONTRACTORS OPTION TYP. (TO MATCH VERTS)

R-10 RIGID INSULATION

#5 BARS @24"OC EW
CENTERED UNO

EXPANSION JOINT
MATERIAL

CONCRETE 
APRON

SLOPE 

1' - 4"

TOS

CONCRETE SLAB

EXPANSION JOINT MATERIAL

SUB SOIL PREP
PER SOILS ENGINEER

4" VOID WHERE 
NOTED IN PLAN
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4
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 0
" M
IN
.

TOW BEFORE AND BEYOND

3
' -
 0
"

1
' -
 0
" (2) #5 BARS 

CONTINUOUS
3" CLEAR OF FACE

ALTERNATE SIDES, TYP.

#5 BARS   30" @ 24" 

6"

(2) #5 T&B

#5 BARS @24"OC EW
CENTERED UNO

R-10 RIGID INSULATION
AR

AR

CONNECTOR AS SPECIFIED
ON PLAN VIEW @ CENTER

COMPACTED FILL

FINISHED GRADE

#3 X        @ 12" OC DOUBLED @ T & B

(4) #4 X

#4 BARS @ 6" OC-EW
DBL MAT IF > 16" THK

UNDISTURBED NATIVE MATERIALS

12" SIZE PER PLAN

PAD SIZE AS NOTED ON PLAN
4
' -
 0
" M
IN

8
" M
IN

4"H x 8"W VOID PER 
DET

8"

/10 S2

CONCRETE SLAB

SLIP JOINT
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CONCRETE SLAB

EXPANSION JOINT MATERIAL

SUB SOIL PREP
PER SOILS ENGINEER

4" VOID WHERE 
NOTED IN PLAN

2 3/4" 5 1/4"

4
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 0
" M
IN
.

5/8"x10" GALV AB @ 32" OC
8"

TOW

CONCRETE SLAB

(2) #5 BARS 
CONTINUOUS

3" CLEAR OF FACE

R-10 RIGID INSULATION

ALTERNATE SIDES, TYP. #5 BARS   30" @ 24" 

6"

(2) #5 T&B

#5 BARS @24"OC EW
CENTERED UNO

1' - 4"

1
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"
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CONCRETE  APRON

EXPANSION JOINT MATERIAL

SUB SOIL PREP
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NOTED IN PLAN
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" M
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.

EXPANSION JOINT MATERIAL

8"

TOW

CONCRETE SLAB

SLOPE

(2) #5 BARS 
CONTINUOUS

3" CLEAR OF FACE

STN/STL FLASHING

ALTERNATE SIDES, TYP.

#5 BARS   30" @ 24" 

6"

(2) #5 T&B

#5 BARS @24"OC EW
CENTERED UNO

R-10 RIGID INSULATION
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"
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CONCRETE SLAB

EXPANSION JOINT MATERIAL
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.

8"

TOW

(2) #5 BARS 
CONTINUOUS

3" CLEAR OF FACE

ALTERNATE SIDES, TYP.

#5 BARS   30" @ 24" 

6"

(2) #5 T&B

#5 BARS @24"OC EW
CENTERED UNO

R-10 RIGID INSULATION

PLACE VOIDS ON 
UNDER SIDE OF PAD
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PLACE ALL VOID FORMS AT LOCATIONS NOTED ON PLAN VIEW
IN BOTTOM OF FORMS, MAINTAINING CLEARANCES NOTED

VOID FORMS MAY ALSO BE PLACED BELOW FOOTING OR WALL
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3
"

WALL/GRADE BEAM

REINFORCEMENT

6
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TH PROVIDE 5/8"Ø

CLEARANCE HOLE

REDWOOD OR
TREATED PLATE
RAMSET TO SLAB

1/8"Ø PINS @ 32" OC

1/2"Ø LAG BOLTS X
4" LG @ 6' OC & WITHIN

6" OF COLUMNS @ ENDS
ATTACH TO PLATE ONLY

CONCRETE SLAB OVER
EXPANSIVE SOILS

DRYWALL 
SPACER
@ BOTTOM

BASE MOLDING
ATTACHED TO 
PLATE ONLY

PROVIDE 1" CLEARANCE
BETWEEN DRYWALL & FLOOR
DO NOT ATTACH TO PLATE

. 1" CLEARANCE

#4 BARS @ 6" OC - EW
DOUBLE MATT

SPIRAL STAIRCASE CONNECTOR 
BY OTHERS

EXPANSION JOINT MATERIAL
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SIZE AS NOTED ON PLAN VIEW
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15

 1/2" = 1'-0"1 FROST WALL W/ SLAB

 1/2" = 1'-0"5 FROST WALL AT DOOR
 1/2" = 1'-0"6 PIER W/ PAD

 1/2" = 1'-0"2 FROST WALL W/ SLAB 2
 1/2" = 1'-0"3 FROST WALL W/ SLAB 3

 1/2" = 1'-0"4 FROST WALL W/ SLAB 4

#4 BARS GRADE 60 MAY BE SUBSTITUTED  FOR #5 BARS GRADE 40

 1/2" = 1'-0"10 PAD VOID 1" = 1'-0"8 VOID FORM UNDER WALL
 1 1/2" = 1'-0"9 SLAB SLIP JOINT DETAIL

 1/2" = 1'-0"7 ISOLATED PAD1

2-5-2025

STRUCTURE ONLY

Reviewed for
Code 

Compliance

03/28/2025
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2
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B B

A A

1
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2
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5 1/2"
15' - 0 1/2" 11' - 8 1/8" 14' - 9 7/8" 6' - 1"

1
2
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 4
 1
/8
"

1
1
' -
 1
0
 5
/8
"

OPEN

11-7/8" TJI 210 'S @ 16" OC
(2) SPAN CONTINUOUS

11-7/8" TJI 210 'S @ 16" OC

ITS2.06/11.88

ITS2.06/11.88

2X6 @ 16" OC 
BEARING WALL BELOW

2
X
6
 @
 1
6
" O
C

LRU26Z W/
SDS SCREWS

11-7/8" TJI 210 BLOCKING @ 24" OC
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2
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 3
/4
"
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2
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11-7/8" TJI 210 BLOCKING @ 24" OC

42' - 0"

5 1/2"
41' - 6 1/2" 6' - 1"

8' - 2 1/2" 8' - 4" 8' - 4" 8' - 4" 8' - 1 1/4"
2 3/4"

2
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"

1
6
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 8
"

3
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 6
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"

2
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 0
"

PT 2X6'S @ 16" OC

D D

CDA

8' - 7 1/2" 6' - 4 1/2"
D

11 7/8" LVL11 7/8" LVL

11 7/8" LVL11 7/8" LVL

IUS2.06/11.88

LUS26 W/
SDS SCREWS

3
-1
/8
"X
1
2
" G
L 
FL
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H

5 
1/
4"
 x 
5 
1/
4"
 P
SL

ITS2.06/11.88

W
1
0
x3
3
 F
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S
H 
W
/ 

R
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M
S
ET
 P
LA
TE
  

W10x45 FLUSH W/ RAMSET PLATE

SOLID BLOCK @ 
BEARING

SOLID BLOCK @ 
BEARING

1
8
' -
 4
 9
/1
6
"

5
' -
 1
0
 3
/1
6
"

W
1
6
x7
7

W
/ 
R
A
M
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 P
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HSS5x5x1/4"

HS
S5
x5
x1
/4
"

(6
) 2
x6
 B
UC

PE
R 
DE
T

10
" Ø

LO
G 

10" ØLOG 

MIT11.88

MIT11.88

SOLID BLOCK @ 
BEARING H2.5A OR 
EQ EA TRUSS, TYP.

(3
) 
5
 1
/2
" x
 2
2
 1
/2
" G
L 

TO
P
 F
LU
S
H,
 F
UL
L 
LE
N
G
TH
 C
O
N
T

1

S5

2

S5

PT 2x6 DF#1 
LEDGER W/ (2) 
ROWS LL358 
SCREWS @ 16" OC 
STAGGERED

3

S5

4

S5

5

S5

6

S5

HSS5x5x1/4"

10
" Ø

LO
G 10

" Ø

LO
G 

2X6 LEDGER W/ (2) 
LL356 SCREWS EA 
STUD

11-7/8 LSL 
LEDGER W/
(3) LLOO5 SCREWS 
EA STUD

14

S5

11

S5

2X6 @ 16" OC 
BEARING WALL 
BELOW SHEATHE 
WALL (2) SIDES W/ 
7/16" APA 24/16
NAIL 8d @ 3" OC 
EDGE 6" OC FIELD
PER DETAIL

EXISTING 2X6 @ 16"OC 
BEARING WALL 
BELOW 

1
0
"Ø

1
0
"Ø

1
0
"Ø

1
0
"Ø

1
0
"Ø

7

S5

DD
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"

2
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"

3
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 9
 1
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"

2
' -
 0
"

1
6
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 8
"

5
' -
 6
 3
/4
"

11-7/8" TJI 210 'S @ 16" OC
(2) SPAN CONTINUOUS

1-7/8" TJI 210 'S @ 16" OC
(2) SPAN CONTINUOUS

MIT11.88

(2) PT 2x6

(2) PT 2x6

HUC26-2

HUC26-2

(4) 2x6

11-7/8" TJI 360 'S @ 16" OC

SOLID BLOCK @ 
BEARING

HSS5x5x1/4"
"X" INDICATES POINT 
LOAD ABOVE, TYP

MIT11.88

cL cL

5

S3

MOMENT FRAME 1 
(MRF 1 )
PER DET /2 S3

MOMENT FRAME 2 
(MRF 2 )
PER DET

/2 S3

IUS2.37/11.88

IUS2.06/11.88

/13 S5
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/
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T 

/
18
S5/

8
S3

13

S5

13

S5

12

S5

 ITS2.37/11.88

3

S3

(3) 2x6

(3) 2x6

(3
) 2
x6

(3
) 2
x6

(3
) 2
x6

(3) 2x6

RIDGE BEAM RIDGE BEAM
OF BEAMCL

O
F 
B
EA
M

C L

OF BEAMCL

4
' -
 1
1
"W
A
LL
 A
B
O
V
E

B
EA
M
 O
UT
ER
 F
A
C
E

(3
) 2
x6

BU
C

(3) 2x6
BUC

NEW 8" LOG

EXISTING LOG 
FLOOR RAFTERS

ITS2.06/11.88

HS
S5
X5
X1
/4
"

FRAME TALL WALLS W/
1.75"X5.5" 1.55E LSL
STUDS @ 16" OC
INSTALL PER MFGR GUIDE
TJ-9003 TRUS JOIST U.S. 
RESIDENTIAL WALL GUIDE

6

S3

8

S4

HSS5x5x1/4"

HSS5x5x1/4"

1/4" END PLATE

3/16" 3/16"

RAMSET PLATE 1/4" END PLATE

9
' -
 1
1
 1
/2
"

1
 1
/2
"

1
 1
/2
"

9
' -
 1
1
 1
/2
"

W16x77

BASE PLATE PER 
DETAIL

BASE PLATE PER 
DETAIL

1/4"
24' - 2 1/4"

1/4"

5

S3

/10 S5 /10 S5

18' - 4 5/16" 5' - 9 15/16"

1/4" WEB STIFFENER 
BOTH SIDES

3/8" KNIFE PLATE W/ 
(2) 5/8" THRU BOLTS

TOWTOW

B A

24' - 2 3/4"

8" 22' - 10 3/4" 8"

RAMSET PLATE T&B

HANGER PER 
PLAN

JOIST PER 
PLAN

JOIST PER 
PLAN

5/8" TYP "X" 
GYP BD

24" STURDI FLOOR

W16X77

RAMSET PLATE

JOIST PER PLAN

1/2" GYP BD

1/4" PLATE
(STAIR ATTACHMENT)

W10x452x OR LSL NAILER 
FOR CEILING 
DRYWALL NOTCH 
FAR END TO BEAR 
ON BOTTOM FLANGE 
OF STEEL BEAM

3/16"

3/16"
TOP OF PLATE

1/4"
9' - 1 1/4" 6' - 4 1/4"

1/4"
15' - 5 1/2"

15' - 6"

2 1/2" 5 1/2" 14' - 4 1/2" 8"

HSS5x5x1/4" HSS5x5x1/4"

BASE PLATE PER 
DETAIL

BASE PLATE PER 
DETAIL/10 S5 /10 S5TOW TOW

9
' -
 1
1
 1
/2
"

1
 1
/2
"

9
' -
 1
1
 1
/2
"

1
 1
/2
"

3/16" 3/16"

1/4" END PLATE 1/4" END PLATE

RAMSET PLATE

W10x33

W10x45

6

S3

ALL STEEL TO STEEL CONNECTIONS 
ARE 3/16" FILLET WELDS ALL 

AROUND UNO SPECIAL INSPECTION 
OF ALL FIELD WELDS IS REQUIRED 
BY THE STRUCTURAL ENGNEER

1/4" PLATE
(STAIR ATTACHMENT)

3' - 11" 3' - 8 1/4" 1' - 6"

9

S3

1

EXISTING 
FOUNDATION WALL

NEW FOUNDATION 
WALL

6 1/2"

6 
1/
2"

3/16

ADJUSTER PLATE WELDED TO 
STAIR BASE PL = PL 12" Ø  x 3/4" 
THICK W/ (4) 3/4"Ø X 6" LONG 
BOLTS & LEVELING NUTS, W/ 
"EPOXY-TIE

1"

STAIR BASE EBO

EXPANSION 
MATERIAL JOINT

KING STUD

(4) 2X6'S

(2) 1/2"Ø THRU-BOLT

LOG BEAM
FLATTEN AS REQ'D

NAIL MULTIPLE PLY'S 
W/ (2) ROWS 16d @ 12" OC

2
"

3
"

6"

8
" +
/-

HSS5x5x1/4"

BASE PLATE PER 
DETAIL /10 S5

TOW

9
' -
 1
1
 1
/2
"

1
 1
/2
"

3/16"

1/4" END PLATE

RAMSET PLATE

W10x33

18' - 5 1/4" 2 3/4"

NEW  FOUNDATION 
WALL

S3
9

18' - 8"

B3

S3

W10x45

1/4" WEB STIFFNER
EACH SIDE

1/4"  GAP I BEAM PER PLAN

I BEAM PER PLAN

(1) PL 9" x 3" x5/8" THCK

(3) 3/4"Ø A325 THRU BOLT 

3/16"

1/4" WEB STIFFENER PLATE

1
0
 1
/8
" 2
 1
/2
"

2
"

2
"

2
 9
/1
6
"

1 1/2" 1 1/2"
3"

1/4" WEB STIFFENER EACH SIDE

ALL AROUND

BEAM MAY BE WELDED TO 5/8" THK PLATE W/
3/16" FILLET ALL AROUND IN LIEU OF BOLTING

W BEAM PER PLAN

2X_ RAMSET PLATE

2X6 BUC A/R

2X6 KING

(2) 1/2"Ø TBOLTS

2X_ BEAM PACKOUT

NAIL MULTIPLE PLY'S W/
(2) ROWS 16d NAILS @ 12" OC

a
m
p
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rc
h.
c
o
m

7
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16

E W

S
 1/4" = 1'-0"1

UPPER LEVEL FRAMING & DECK ROOF
PLAN

SHEATH FLOORS W/ 24" OC STURDI FLOOR
SHEATH ROOFS W/ 5/8" PLY APA 40/20, EXP 1
SHEATH DECKS W/ 2X6 REDWOOD DECKING

 3/8" = 1'-0"2 MRF 1

 1" = 1'-0"5 STEEL BEAM CONN. DETAIL
 1 1/2" = 1'-0"6 STEEL BEAM TO STAIR CONN

 3/8" = 1'-0"3 MRF 2

 1" = 1'-0"7 STAIR BOTTOM CONNECTION
 1 1/2" = 1'-0"8 LET IN 1

 3/8" = 1'-0"4 MRF 3

 1 1/2" = 1'-0"9 TYP STEEL BEAM CONN
 1 1/2" = 1'-0"10 BUC - STEEL

2-5-2025

STRUCTURE ONLY

Reviewed for
Code 

Compliance

03/28/2025



TYPICAL UON
SHEATH ROOFS WITH 5/8" PLY APA 40/20, EXP 1

SHEATH PORCH ROOFS W/2x6 T&G SELECT DECKING RANDOM LAYOUT

1

1

2

2

B B

A A

NOTE:
OVERFRAMED ROOF AREA
2X6 RAFTERS @ 24" OC
W/ 2X4 STUDS @ 48" OC
TO BEAR DIRECTLY OVER
TRUSS OR RAFTER BELOW

6' - 11 1/2" 5' - 6" 21' - 11 3/4" 5' - 6" 2' - 0 3/4"

2
4
' -
 2
 3
/4
"

2
' -
 6
"

2' - 0 1/2" 3' - 5 1/2" 3' - 5 1/2" 2' - 0 1/2"

5
' -
 1
0
 1
/4
"

2
x6
 L
O
O
K
O
UT
S
 @
 2
4
" O
C

1
8
' -
 4
 1
/2
"

9' - 2 3/4" 17' - 11 3/8" 14' - 9 7/8"

OH

4' - 0"

AAA

1
.7
5
"X
1
6
" L
S
L 
1
.5
5
E 
@
 1
6
" O
C

W
/ 
B
LO
C
K
IN
G
 @
 M
ID
S
P
A
N

2
' -
 6
"

2
x6
 L
O
O
K
O
UT
S
 @
 2
4
" O
C

1
8
' -
 4
 1
/2
"

5
' -
 1
0
 1
/4
"

2
6
' -
 8
 3
/4
"

42' - 0"

46' - 0"

LUS26, TYP

SOLID BLOCK @ 
BEARING H2.5A OR 
EQ EA RAFTER, TYP.

(3
)1
6
" L
V
L

(3
)1
6
" L
V
L

5-1/2 x 16 1/2" GL RIDGE 
(2) SPAN CONTINUOUS

5-1/2 x 16 1/2" GL RIDGE 
(2) SPAN CONTINUOUS

5-
1/
4"
 x 
7"
 P
SL

RO
TA
TE
D 
CC
Q6
-7
.13
SD
S2
.5

5-
1/
4"
 x 
7"
 P
SL

RO
TA
TE
D 
CC
Q6
-7
.13
SD
S2
.5

5-
1/
4"
 x 
5-
1/
4"
 P
SL

EC
CQ
66
SD
S2
.5

5-
1/
4"
 x 
5-
1/
4"
 P
SL

EC
CQ
66
SD
S2
.5

8

S5

8

S5

9

S5

4

S4

5

S4

6

S4

S4
7

OVERFRAMED ON 
EXISTING ROOF

LSSR1.81ZHHUS5.25/10

SLOPED SEAT

BEARING WALL TO 
FLOOR BELOW

BEARING WALL 
TO FLOOR 
BELOW

PONY WALL TO 
LOWER ROOF

FRAME WALLS > 10'H 
W/ LSL STUDS WALL

(3) 2x6BTWN (3
) 2
x6

BT
WN

OVERFRAMED WALL

HH
US
5.2
5/
10

SL
OP
ED
 S
EA
TBEAM SPLICE PER 

DETAIL /9 S4

RIP BEAMS & RAFTER AT 
OVERHANGS AS 
REQUIREDTO MATCH 
FASCIA, TYP.

1

1

2

2

B B

A A

TYPICAL UON
SHEATH ROOFS WITH 5/8" PLY APA 40/20, EXP 1

SHEATH PORCH ROOFS W/2x6 T&G SELECT DECKING RANDOM LAYOUT

9' - 5 1/2" 27' - 11 3/4" 4' - 6 3/4"

42' - 0" 4' - 0"

2' - 0" 2' - 0"

1' - 0 1/2" 25' - 10 3/4" 1' - 0 1/2"

2
' -
 0
"

2
x6
 L
O
O
K
O
UT
S
 @
 2
4
" O
C

2
4
' -
 2
 3
/4
"

2
' -
 0
"

5
' -
 1
0
 3
/1
6
"

1
8
' -
 4
 9
/1
6
"

7
' -
 1
0
 3
/1
6
"

1
0
' -
 6
 3
/8
"

42' - 0"

OH

4' - 0"

5 1/2"
36' - 11 3/4" 8' - 6 3/4"

1
.7
5
" X
 1
6
" L
S
L 
1
.5
5
E 
@
 1
6
" O
C

1
6
" L
S
L 
1
.5
5
E 
@
 1
6
" O
C

2
' -
 0
"

2
4
' -
 2
 3
/4
"

2
' -
 0
"

1
8
' -
 4
 9
/1
6
"

5
' -
 1
0
 3
/1
6
"

C

C C

5-1/2 x 16 1/2" GL RIDGE 
(2) SPAN CONTINUOUS

LUS26, TYP

SOLID BLOCK @ 
BEARING H2.5A OR 
EQ EA RAFTER, TYP.

LSSR1.81Z

(5
) 
1
6
" L
V
L

BEARING WALL TO 
FLOOR BELOW

LSSR1.81Z

A

SOLID BLOCK @ 
BEARING H2.5A OR 
EQ EA RAFTER, TYP.

15

S5

5-1/4" x 7" PSL

ROTATED CCQ6-7.13SDS2.5

5-1/4" x 7" PSL

ROTATED CCQ6-7.13SDS2.5

5-1/2 x 16 1/2" GL RIDGE 
(2) SPAN CONTINUOUS 5-1/4" x 5-1/4" PSL

ECCQ66SDS2.5

5-1/4" x 5-1/4" PSL

ECCQ66SDS2.5

3

S4

4

S4

9

S5

6

S4

5

S4

S4
7

OVERFRAMED ON 
EXISTING ROOF

NOTE:
OVERFRAMED ROOF AREA
2X6 RAFTERS @ 24" OC
W/ 2X4 STUDS @ 48" OC
TO BEAR DIRECTLY OVER
TRUSS OR RAFTER BELOW

D

EXISTING WALL 
BELOW

BEARING WALL TO 
FLOOR BELOW W

/ 
3
 R
O
W
S
 L
L0
0
5
 @
 1
2
" O
C
 B
O
TH
 S
ID
ES

(4) 2x6L50,TYP.

HD3B BOTH SIDES OF BEAM W/ 
5/8" THRU BOLTS THROUGH 
PLATE & 5/8 THRU BOLTS 
THROUGH BEAM

HU414-SDS

SLOPED SEAT

HG
U9
-S
DS

SL
OP
ED
 S
EA
T

SIM
(3) 14" LVL

(2
) 
1
6
" L
V
L

(2) 2x6

SOLID BLOCK @ 
BEARING H2.5A OR 
EQ EA RAFTER @ 4' OH, 
TYP.

L50,TYP.

RIP BEAMS & RAFTER AT 
OVERHANGS AS 

REQUIREDTO MATCH 
FASCIA, TYP.

RIP BEAMS & RAFTER AT 
OVERHANGS AS REQUIREDTO 
MATCH FASCIA, TYP.

OUTLINE OF 
PONYWALL ABOVE

(3) 2x6BUC

(3
) 2
x6

BU
C

ENLARGE EXISTING 
WINDOW OPENING 

FOR NEW DOORWAY

2X6 BLOCKING NAIL
8d @ 6" OC 

2x6 LOOKOUTS @ 24" OC

OVERFRAMED GABLE 
END WALL

7/16 PLYWOOD 
SHEATHING

5/8" SHEATHING
APA 40/20, EXP 1 NAIL

8d @ 6" OC EDGE, 12" OC FIELD

AS PER PLAN

2x6 LEDGER (2) 
ROWS NAIL 8d @ 8" 
OC STAGGERED

2X6 BLOCKING NAIL
8d @ 6" OC 

5/8" SHEATHING
APA 40/20, EXP 1 NAIL

8d @ 6" OC EDGE, 12" OC FIELD

HANGER PER PLAN

2X6 @ 16" OC BEARING 
WALL BELOW SHEATH 
WALL (2) SIDES W/ 7/16" 
APA 24/16 NAIL 8d @ 3" 
OC EDGE 6" OC FIELD

(3) 16" LVL

H2.5A TIEDOWN AT 4' 
OVERHANGS

LUS26

2x6 LEDGER (2) 
ROWS NAIL 8d @ 6" 
OC STAGGERED OH PER PLAN

(5) 16" LVL

BEAM PER PLAN

5/8" SHEATHING
APA 40/20, EXP 1 NAIL

8d @ 6" OC EDGE, 12" OC FIELD

12
3

12

8

HANGER PER PLAN

BEVELED PLATE

ROOF RAFTER PER PLAN

BEAM PER PLAN

5/8" SHEATHING
APA 40/20, EXP 1 NAIL

8d @ 6" OC EDGE, 12" OC FIELD

12

8

12

8

HANGER PER PLAN

BEVELED PLATE

ROOF RAFTER PER PLAN

2x6 LOOKOUTS 
@ 24" OC

BEAM PER PLAN

5/8" SHEATHING
APA 40/20, EXP 1 NAIL

8d @ 6" OC EDGE, 12" OC FIELD

12

8

12

8

HANGER PER PLAN

BEVELED PLATE

ROOF RAFTER PER PLAN

2' - 0" OH PER PLAN

2
' -
 0
"

2
' -
 0
" O
H

L50 W/ (6)10d X 1-1/2"

2 X6 INFILL W/ (3) 16d
@ EACH END

INVERTED U26
TYPICAL, UON

TYPICAL, UON
2X6 LOOKOUTS @ 24" OC
W/ (3)16d @ SUBFASCIA

W/ INVERTED U26 HANGER
@ TRUSS TOP CHORD

2X6 SUBFASCIA, TYPICAL

(3) 8d OR EQUAL
TYPICAL ALL LOOKOUTS

FRAMED RAKE WALL TO
UNDERSIDE OF LOOKOUTS

OR DROP TOP GABLE TRUSS

TRUSS OR
RAFTER

RIP BEAMS & 
RAFTER AT 

OVERHANGS AS 
REQUIREDTO 

MATCH FASCIA, 
TYP.

DEMO EXISTING 
ROOF OVERHANG

2X6 @ 16" OC BEARING 
WALL BELOW SHEATH WALL 

(2) SIDES W/ 7/16" APA 
24/16 NAIL 8d @ 3" OC 

EDGE 6" OC FIELD

11-7/8 LSL LEDGER W/
(3) LLOO5 SCREWS EA STUD

NEW BLOCKING 
BETWEEN RAFTERS

FLOOR JOIST 
PER PLAN

HANGER PER PLAN

EXISTING RAFTER 

TO REMAIN

UPPER LEVEL PLAN
112' - 4"

(E) BEDROOM
114' - 8 1/2"

EXISTING WALL

EXISTING DOUBLE 
TOP PLATE

TAPPERED BEARING 
BOARD W/(2) LL005 
SCREWS EA RAFTER

MSTC49

5 1/2"

PL 1/4X4X2'-0" LONG
W/ (4) 3/4"ØX4" LAGS

1
' -
 4
 1
/2
"

2' - 0"

2" 5" 10" 5" 2"

COLUMN PER PLAN

COLUMN CAP PER PLAN
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 1/4" = 1'-0"1 ROOF FRAMING PLAN UPPER

E W

S

 1/4" = 1'-0"2 ROOF FRAMING PLAN LOWER

 1 1/2" = 1'-0"3 GABLE END ROOF EDGE DETAIL 2

 1/2" = 1'-0"4 RIDGE SECTION DETAIL 1
 1/2" = 1'-0"5 RIDGE SECTION DETAIL 2

 1/2" = 1'-0"6 RIDGE SECTION DETAIL 3

 1/2" = 1'-0"7 TYPICAL CORNER DETAIL

ALL WATER/WEATHERPROOFING 
/ INSULATION / VENTILATION ETC 
TBD BY OTHERS

 1" = 1'-0"8 WALL CONNECTION DETAIL

 3/4" = 1'-0"9 BEAM SPLICE DETAIL

2-5-2025

STRUCTURE ONLY
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Code 

Compliance
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CONTINUOUS
TOP PLATE

2X6 NAILER

(3) 1-3/4"
X 9-1/2"

LVL'S

2X6 NAILER

CONTINUOUS
TOP PLATE

2X6 NAILER

(3) 2X10'S

2X6 NAILER

CONTINUOUS
TOP PLATE

2X6 NAILER

(2) 1-3/4"
X 9-1/2"

LVLS

2X6 NAILER

CONTINUOUS
TOP PLATE

2X6 NAILER

(2) 2X10'S

2X6 NAILER

1" FOAM 2" FOAM 2-1/2" FOAM

A B C D
NAIL MULTIPLE PLYS W/ (2) ROWS 16d COMMON @ 12" OC
LVL HEADERS REQUIRE DOUBLED TRIMMERS OR PER PLAN
LVL HEADERS 10'-0" OR GREATER REQUIRE DOUBLED KINGSTUDS
LARGER LVL'S MAY REQUIRED AS NOTED ON PLAN VIEW

ROUGH OPENING

(2) 3/4"Ø BOLTS

5/8"Ø ALL-THREAD
 W/ 7" EMBEDMENT

& 3" EXPOSED
SIMPSON "EPOXY TIE"

HD5B HOLDOWN

8d NAILS @ 3"
OC ALL PLATES,

HEADERS & STUDS
 - STAGGERED

(3) 2X6 STUDS
NAIL SHEATHING
TO EACH STUD

NAIL SHEATHING TO
HEADER @ 3" OC

HEADER,
PER PLAN

FULL LENGTH

CONTINUOUS
TOP PLATE

PLATE A/R 2X6 @ 16" OC 
BEARING WALL 

BELOW SHEATHE 
WALL (2) SIDES W/ 
7/16" APA 24/16
NAIL 8d @ 3" OC 

EDGE 6" OC FIELD

PROVIDE ANCHOR BOLTS
FOR SILL PLATE WITHIN

12" EACH SIDE

HSS 5X5X1/4" WELDED TO
PL = 3/4" X11 X 5-1/2"

W/ (2) 3/4"Ø X 10" LONG BOLTS
& LEVELING NUTS, W/ "EPOXY-TIE"

COLUMN CENTERLINE

FILL W/ NON SHRINK
GROUT AFTER LEVELING

2 3/4" 2 3/4"

4
"

4
"

3
"

5
"

3
"

5 1/2"

1/4"
5"

1/4"

3/16"

2x6 BOTTOM PLATE

BEAM PER PLAN

FLOOR JOIST 
PER PLAN

24" OC STURDI 
FLOOR

2X6 @ 16" OC 
BEARING WALL 

BELOW SHEATHE 
WALL (2) SIDES W/ 
7/16" APA 24/16
NAIL 8d @ 3" OC 

EDGE 6" OC FIELD

HANGER PER 
PLAN

JOIST PER PLAN

24" OC STURDI 
FLOOR

2x6 BOTTOM 
PLATE

11-7/8" RIM BOARD 

2x6 DOUBLE TOP PLATE

INSULATION PER 
ARCH PLAN

7/16" PLYWOOD 
SHEATHING ON
2X6 @ 16" OC

HANGER PER 
PLAN

2X6 DOUBLE TOP 
PLATE

FLOOR JOIST 
BLOCKING PER PLAN

24" OC STURDI 
FLOOR

2x6 BOTTOM PLATE

11-7/8 RIM 
BOARD

4
 5
/8
"

2X6 LEDGER W/ (2) 
LL005 SCREWS EA 
STUD

12
3

5/8" SHEATHING 
APA 40/20, EXP 1

2x6" 
ROOF

 

RAFT
ER @ 

16" O
C

7/16" PLYWOOD 
SHEATHING ON
2X6 @ 16" OC

LRU26Z W/
SDS SCREWS

HANGER PER 
PLAN

PT 2x6 DF#1 LEDGER W/ (2)  
ROWS LL358 SCREWS @ 16" 

OC STAGGERED

HANGER PER PLAN

2X6 REDWOOD DECKING 
ON PT FLOOR JOIST PER 

PLAN

PT 2X6'S @ 16" OC

2x6 BOTTOM 
PLATE

BEAM PER PLAN

FLOOR JOIST 
PER PLAN

2X6 @ 16" OC 
BEARING WALL 
BELOW SHEATH 
WALL (2) SIDES W/ 
7/16" APA 24/16
NAIL 8d @ 3" OC 
EDGE 6" OC FIELD

TOP PLATE CONT.

HANGER PER 
PLAN

DOUBLE TOP PLATE

LOG BEAM PER 
PLAN

GA2

2X6 @ 16" OC

12

3
5/8" SHEATHING 

APA 40/20, EXP 1

2x_ SOLID BLOCKING
(3) 8d TOENAILS/FT

2x6 BEARING PLATE

(2) LL358 @ 16"OC

EXISTING ROOF 
CUT LINE

INSULATION PER 
ARCH PLAN

FULLHEIGHT BEVELED TOP 
SOLID BLOCKING BETWEEN 

EA STUD/RAFTER ASSEMBLY

UPPER LEVEL PLAN
112' - 4"

(E) BEDROOM
114' - 8 1/2"

EXISTING WALL

EXISTING RAFTER 
TO REMAIN

MSTC49

TAPERED BEARING 
BOARD W/(2) LL005 
SCREWS EA RAFTER

NEW 2X6 @ 16" OC BEARING 
WALL BELOW SHEATH WALL 

(2) SIDES W/ 7/16" APA 
24/16 NAIL 8d @ 3" OC 

EDGE 6" OC FIELD

CONTINUOUS BLOCKING(1) LL005 + (1) TLOK010 
EA ASSEMBLY

(1) H2.5A OR EQ EA 
ASSEMBLY

2x6 STUD (BEYOND) SISTERED 
TO EXISTING RAFTER

FLOOR JOIST PER PLAN

24" OC STURDI FLOOR

BEAM PER PLAN

UPPER LEVEL
112' - 4"

7/16" PLYWOOD 
SHEATHING ON
2X6 @ 16" OC

HANGER PER PLAN

STAIR 
OPENING

2X6 @ 16" OC 
FRAMED WALL

RAMSET PLATE

ROOF RAFTER 
PER PLAN

EXISTING 
FRAMED WALL

EXISTING DOUBLE TOP PLATE

EXISTING ROOF 

RAFTER TO REMAIN

EXSTING ROOF 
RAFTER TO CUT

2x6 BEARING BD

MSTC49

FULLHEIGHT BEVELED 
AT TOP SOLID 

BLOCKING BETWEEN 
STUD/RAFTER 

ASSEMBLY

16" LSL NAILER

NEW 2X6 @ 16" OC 
BEARING WALL BELOW 

SHEATH  WALL (2) SIDES W/ 
7/16" APA 24/16 NAIL 8d 
@ 3" OC EDGE 6" OC FIELD

LSSR26Z
RAKED 2x W/ L50 

TO RIDGE

2x6 BEARING BD (2) ROWS 
NAIL 8d @ 6" OC STAGGERED

LS50 W/ SDS 
SCREWS BOTH 
SIDES

ROOF SHEATHING

LS50 W/ SDS 
SCREWS, TYP.

INSTALL 2x BLOCKING 
SEGMENTS BET 
EXISTING RAFTERS AS 
REQUIRED

CONTINUOUS BLOCKING

TAPERED BEARING BD 
W/ (2) LL005 SCREWS 

EA RAFTER

(1) LL005 + (1) TLOK010 EA ASSEMBLY

(1) H2.5A OR EQ EA ASSEMBLY

2X6 BLOCKING NAIL
8d @ 6" OC 

2x6 LOOKOUTS @ 24" 
OC

FRAMED GABLE 
END WALL

7/16 PLYWOOD 
SHEATHING

5/8" SHEATHING
APA 40/20, EXP 1 NAIL
8d @ 6" OC EDGE, 12" OC FIELD AS PER PLAN

LUS26

H2.5A TIEDOWN @4' OVERHANGS

BEAM PER PLAN

11-7/8 LSL LEDGER W/
(3) LLOO5 SCREWS 

EA STUD

FLOOR JOIST PER PLAN

HANGER PER PLAN

UPPER LEVEL PLAN
112' - 4"

(E) BEDROOM
114' - 8 1/2"

EXISTING FLOOR 
TO REMAIN

NEW 8"Ø LOG 
CONNECT TO FLOOR
RAFTER LOGS 
BEFORE & BEYOND 
W/ 3/4"Ø TBOLTS @ 
FENDER WASHER

EXISTING  
LOGS 
BEYOND

2x6 STAIR 
BLOCKING

HEADER PER PLAN

2X6 DF#1 LEDGER 
W/ (8) LL358 INTO 
PLATE

LUS210 W/ 
SDS SCREWS

2X12 DF#1 
TRIM CUT 
STRINGER 

7
'H
 D
O
O
R
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P
EN
IN
G

7
 1
/8
"

11" (4
) 
R
IS
ER
S
 @
 7
-1
/8
" =
  2
' -
 4
 1
/2
"

3' - 4 3/8"

3' - 5 1/8"

2' - 7"

1

LS50 W/SDS 
SCREWS

ENLARGE WINDOW 
OPENING IN EXISTING 

WALL A/R

DRIP EDGE

1X10 FASCIA

BEVELED SOLID BLOCKING
(3) 8d TOENAILS/FT

H2.5A OR EQ AT 
ALL LOCATIONS

OVERHANG

ICE & WATER SHIELD

1X8 SHADOW 
BOARD 

CONT. VENT

5/8" SHEATHING
APA 40/20, EXP 1 NAIL
8d @ 6" OC EDGE, 12" OC FIELD

TAPERED BEARING PLATE 
W/ 16d NAILS @ 4" OCRIP RAFTER AT OVERHANG 

AS REQUIRED

1/2" PLYWOOD WEB
FILLER EACH SIDE @ LOOKOUT

LSL RAFTER

7/16" PLYWOOD SHEATHING 
ON 2X6 @ 16" OC

STRUCTURAL LOG DESIGN VALUES ARE BASED UPON TIMBER PRODUCTS
INSPECTION, INC. (TPI) VALUES AS PUBLISHED IN LOG PROGRAM GUIDE

SPECIES: LODGEPOLE PINE, (LP) NO.1, SAWN ROUND TIMBER (SRT);
   DESIGN VALUES, Fb= 1250; Fcpr  = 400; Fcll = 700; E = 1.1X10^6

MINIMUM Ø @ MIDSPAN
   (BENDING / DEFLECTION)

MINIMUM Ø @ REACTION POINT
   (SHEAR/MOMENT)

DENOTES REQUIRED LOG
SPLICE, SEE DETAIL

RE
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ED
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OL
UM
N 
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W
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QU
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 B
EA
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NG
 A
RE
A

(2) 3/4" Ø TBOLTS

PL 1/4" X 3" X 20"

CONCRETE 
FOUNDATION

TOP

PROVIDE 3" TALL X 12"∅ SONOTUBE CAP ON PIER

1"

2"

6
 1
/1
6
"

7
 1
/2
"

3
"

1
 1
/2
"

2
 3
/4
"

COLUMN PER PLAN

PL 1/4X4X2'-0" LONG
W/ (4) 3/4"ØX4" LAGS

5/8"Ø STEEL PIN 24" LONG
TYP EACH SIDE

2" 5" 5" 5" 5" 2"

2' - 0"

4" MIN

TYPICAL ALL LOG SPLICES,

3-1/8" X 12" GLU-LAM
OR PER PLAN

(2) 1/2"Ø T-BOLTS
W/ WASHERS & NUTS
IN C'BORED HOLES

3"
6"

3"

3 1/8" 6 7/8"

COLUMN PER PLAN

1
' -
 0
"

10"

ROUGH OPENING

(2) 3/4"Ø BOLTS 5/8"Ø ALL-THREAD
 W/ 7" EMBEDMENT

& 3" EXPOSED
SIMPSON "EPOXY TIE"

HD5B HOLDOWN

8d NAILS @ 3"
OC ALL PLATES,

HEADERS & STUDS
 - STAGGERED

(3) 2X6 STUDS
NAIL SHEATHING
TO EACH STUD

NAIL SHEATHING TO
HEADER @ 3" OC

HEADER, PER 
PLAN FULL LENGTH

CONTINUOUS
TOP PLATE

PLATE A/R

2X6 @ 16" OC 
BEARING WALL 

BELOW SHEATHE 
WALL (2) SIDES W/ 
7/16" APA 24/16
NAIL 8d @ 3" OC 

EDGE 6" OC FIELD

ROUGH OPENING
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18 1 1/2" = 1'-0"16 TYPICAL HEADER DETAILS

 1" = 1'-0"13 LATERAL RESTRAINT

 1 1/2" = 1'-0"10 STEEL BASE HSS5x5

 1" = 1'-0"4 FLOOR CONNECTION DETAIL 4
 1" = 1'-0"1 FLOOR CONNECTION DETAIL 1

 1" = 1'-0"2 FLOOR CONNECTION DETAIL 2
 1" = 1'-0"3 FLOOR CONNECTION DETAIL 3

 1" = 1'-0"6 LET IN 2

 1" = 1'-0"11 WALL CONNECTION DETAIL 2

 1" = 1'-0"7 FLOOR CONNECTION DETAIL 5

 1/2" = 1'-0"15 WALL CONNECTION DETAIL 1

 1 1/2" = 1'-0"8 GABLE END ROOF EDGE DETAIL

 1" = 1'-0"14 STAIR CONNECTION DETAIL

 1" = 1'-0"9 SOFFIT VENT & FASCIA DETAIL

 1/2" = 1'-0"17 LOG SIZE LEGEND  1" = 1'-0"19 COLUMN CONNECTOR 1" = 1'-0"18 LOG SPLICE DETAIL1

 1" = 1'-0"5 BEAM CONNECTION

 1" = 1'-0"12 LATERAL RESTRAINT CENTER WALL
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